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EQUIPMENT LIST SYMBOL LIST
SYMBOL DESCRIPTION
EQUIPMENT | QTY | DESCRIPTION MATERIAL MFR REMARKS DK | VALVE, GATE
HOSE ‘gSRSZEngéDPSl WEATHERHEAD | H—166 SAE J 1942 — VALVE, CHECK
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FOR CONTINUATION OF THESE LINES
SEE DWG P-1
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DIRTY OIL DISCHARGE

\1 1/2" UP TO MN DK DISCHARGE
STATION W/VALVE

» LUBE OIL
1 1/4" VALVE T
GRAVITY DRAIN
Sl
t
DIRTY_OIL
JANK
FLOOR PL
[ B —

LUBE OIL TRANSFER

DIRTY QIL SUCTION
PUMP TABLE
DISCH
SERVICE | QTY TYPE CAPACITY |PEESS| HP REMARKS
DIRTY OIL | 1 | DIAPHRAGM |300 GPM WALDEN P2
MATERIAL SCHEDULE
SYSTEMS VALVES ~ ASTM SPEC
SIZES PIPE FITTINGS TA‘TJ%\N[')(%WN GASKETS
NO. SERVICE BODIES TRIM BOLTS | NUTS
BLK STL GATE, BRZ BW, STD WT | FLG, 150#
1 | WASTE OIL 1 1/2"|ASTM A—53-B| 125# THD ASTM A 234 | ASTM A—105 éR3%5 éRST
SUCTION/DISCHARGE SCH 40 ASTM B-62 ANS| B16.9 [ANSI B16.5
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